PRESUMPTIVE NORM
TESTING AND MONITORING RECOMMENDATIONS®
FOR EXISTING RECIPROCATING INTERNAL COMBUSTION ENGINES (Except Emergency Generators)

Diesal / #2 or Lighter Fud Oil / Bio-Diesdl

Size (Single engine) Combustion Process Adjustment Periodic Monitoring Stack Test™®
Procedur e (PM P??)

If used for generating eectricity: According

37 kW< Power Output < 148 kW | to the manufacturer's recommended CO and NOx. Annuall Noné
(50 HP< Power Output < 200 HP)| procedures and maintenance schedule. ' y

If used for generating eectricity: According
148 kW< Power Output < 370 kW/| to the manufacturer’'s recommended CO and NOx. Semiannuaf Noné
(200HP< Power Output <500 HP)| procedures and maintenance schedule. ' y

According to the manufacturer’s
370 kW< Power Output <1480 kW recommended procedures and maintenance CO and NOx, Quarterly CO, NOx, TSP, and P)Every 5 years.

(500HP< Power Output < 2000 HP) schedule.

According to the manufacturer’'s
Power Output 1480 kW recommended procedures and maintenance CO and NOx,Quarterly CO, NOx, VOC, TSP, PM, and SQ Every 5 years.

(Power Output 2000 HP) schedule.

! Modifications / Renewals: This chart shall be usedpdate the testing and the monitoring requirgmef equipment, for which a modification, thanist a Title |
modification, has been submitted for approval andpdate the testing and the monitoring requiremanthe time of operating permit renewal.

2 PMP results must be recorded in the same unitsmsiplimits.

3 A facility may request to reduce PMP frequency; RE8E PMP Frequency Reduction Guidance.

“ A Continuous Emission Monitor (CEM) can replacekttesting if the CEM monitors and records in eqigwt units (e.g. A stack testing requirement f@in Ib/hr
may only be replaced by a CEM recording VOC infpAnd the Relative Accuracy Test Audit (RATA) dataets CO and NOx limits in Ib/hr and ppmvd at 16%ygen
for two consecutive years. A CEM may replace sqbsat stack testing requirements, but cannot guhié need for the initial stack test, which edtdigls the emission

rates to be monitored by a CEM.
*For an engine with a CEM installed, the CEM mustbed instead of the PMP for the parameters itiigently monitoring. For parameters not monitobgdCEMS, the

PMP shall be followed.

& MACT ZZzZ (NESHAP for Reciprocating Internal Combios Engines) may require additional stack testihgreater frequencies than the tests requiretiby t
Presumptive Norm. A permit writer shall review MAQEZZ applicability during the technical review tbfe modification or renewal operating permit apgtiicn.
Facilities are required to demonstrate complianite MACT ZZZZ, which is effective as of May 3, 20100 later than June 15, 2007 for major HAP souarekno later

than May 3, 2013 for area HAP sources.
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